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 POST-TENSIONED SLAB

POUR STRIP

POST-TENSIONED SLAB_

PROVIDE CONT. STRIP —
OF TRAFFIC TOPPING.
EXTEND 1'-0" BEYOND
EA SIDE OF POUR
STRIP

TO COL LINE

PLASTIC-COAT OR
ENCAPSULATE P/T
ANCHORS (TYP)

3-8

TO COL LINE

. 1" —2"
3/4" TOOLED
JT W/ SEALAN_T\
BOTH SIDES OF
POUR STRIP

2’6" LAP

I /_1

CUT STRAND &
CAP ANCHORS

(2) #4 X CONT.@
P/T ANCHOR
(EPOXY COAT
UPPER BAR ONLY)
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(3) #4 TOP & BOTTOM _/

.

DO NOT CAST POUR STRIP/ P/T TENDON
SOONER THAN 28 DAYS AFTER
STRESSING P/T TENDONS /l 3/4°

SEE NOTE 1

V-GROOVE
BOTH SIDES OF

POUR STRIP

NOTES:
1. SHORING CAN BE REMOVED AFTER THE SLAB HAS BEEN POST-TENSIONED. PROVIDE RESHORING BEFORE

THE END OF THE WORK SHIFT AND BEFORE ANY CONSTRUCTION LIVE LOAD IS PLACED ON THE SLAB.
RESHORING SHALL REMAIN IN PLACE UNTIL POUR STRIP CONCRETE HAS ATTAINED DESIGN STRENGTH.
2. AT POUR STRIP, USE FIBER REINFORCED CONCRETE (MIN. DOSAGE POLYPROPYLENE FIBERS FOR PLASTIC
SHRINKAGE-SEE SPECIFICATION SECTION 033000).
3. AT TOP OF POUR STRIP, PROVIDE 3/4" DEEP TOOLED JOINTS, FILLED WITH SEALANT, IN TRANSVERSE

DIRECTION AT 4'-0" OC.
EPOXY COAT ALL REBARS

4.
5. TOP AND BOTTOM BARS IN POUR STRIP TO BE CHAIRED DURING PLACEMENT OF ADJACENT SLABS.
6. PROVIDE 1" DIA. DRAIN HOLES AT MIDDLE OF BOTTOM FORM AT 4'-0" OC.

@POUR STRIP DETAIL
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CIP COL \

P/T BEAM BELOW

P/T GIRDER—]
BELOW
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—10'-0" X 10'-0" SHEET

WWR 4X4-W2.9XW2.9
PLACE IN CORNER (3"
CLR EA EDGE). PLACE
ON TOP OF & TIE TO
SLAB TOP BARS, CHAIR
AS REQ'D BEYOND TOP
BARS

V'

@SLAB CORNER PLAN DETAIL

EVERY FOURTH TOP BAR TO
BE CONT. (CLASS A LAP

| TYP. @ MIDSPAN AS REQ'D.) |
@ SLAB (EXPOSED TO SKY)

O ©

TOP REBAIL AT

¢ SPAN ,‘

BOT. BARS CONT.
| [ TO SUPPORTS

L EQ.

7 UN. UN. 7

! BOT.
EVERY FOURTH BAR

CONT. TO |SUPPORTS)

SUPPORT t TYP.)
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REBAR (EXTEND

BEAM MID-SPAN
PPORT EXTERIOR BAY
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SUPPORT INTERIOR BAY SUPPQRT

@P/T SLAB MILD REINFORCEMENT DETAIL
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HAIRPIN @ EVERY
ANCHOR, TYP.

t = SLAB THICKESS

(2)#4 BACKUP BARS/
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TEMPERATURE TENDONS, SEE PLAN FOR SPACING

@TENDON PLACEMENT @ CORNERS

A\
3/4”

—=—— WALL, COLUMN, OR
CURB FACE

1/2" MIN. THROAT

FINISHED FLOOR SURFACE

NOTES:

1. PREPARE AND ALLOW FOR PRIMER TO CURE PROPERLY PRIOR TO INSTALLING SEALANT.
2. SEE SPECIFICATIONS FOR APPROVED MATERIALS.
3. DETAIL NOT TO SCALE.

@ COVE SEALANT

3/4" TOOLED JT. W/ SEALANT

PROVIDE #4 X 4'-0" AT TOP SLAB
REBAR SPACING (EPOXY COATED)

PROVIDE CONT. 2'-0" WIDE
STRIP OF TRAFFIC TOPPING
CENTERED OVER JOINT

(4) #4 X CONT. @ 4"
0.C. (EPOXY COATED)

NOTE 2 —\

2’_0" L

; |

PLASTIC-COAT OR
ENCAPSULATE P/T ANCHORS

(2) #4 x CONT. @ P/T ANCHORS
(EPOXY COAT UPPER BAR ONLY)

FIRST SLAB TENSIONED THIS SIDE
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P/T TENDON J

PROVIDE CHAIRS FOR A

BAR SUPPORT DURING
PLACEMENT OF FIRST SLAB

P/T CONC. SLAB
(SECOND SLAB)

NOTES:
1. SHORE FIRST SLAB UNTIL SECOND SLAB IS STRESSED.

2. PLACE SECOND SLAB AS SOON AS POSSIBLE AFTER FIRST SLAB. IF SECOND SLAB
WILL BE PLACED MORE THAN 14 DAYS AFTER FIRST SLAB, ADD W.W.R.

4X4-W2.9XW2.9, 5 WIDE X CONT. AS SHOWN. IF MORE THAN 28 DAYS, CONSULT

ENGINEER.

L On

INTERMEDIATE P/T
ANCHORS & POCKETS

3/4" V-GROOVE

CONSTRUCTION JOINT DETAIL

@JOINT PERPENDICULAR TO SLAB SPAN

P/T SLAB SCHEDULE SLAB NOTES:
) ) 1. SEE SHEET S-001 FOR GENERAL NOTES.
MARK Fe (Kips/Ft REMARKS MARK Fe (Kips/Ft REMARKS S
¢ (Kips/Ft) e (Kips/Ft) 2. LOCATION OF TENDONS BASED ON 1/2" DIA. 270 KSI STRANDS.
St 13.3 3. TEMPERATURE TENDONS PLACED ON TOP OF MAIN TENDONS AND AT MID-DEPTH OF SLAB AT
< s ANCHORAGE. SEE PLANS FOR TEMPERATURE TENDON LOCATIONS.
4. USE (2) #4 BARS x CONT. THROUGH COLUMNS AT P/T ANCHORS. EPOXY COAT TOP REBAR.
53 6.7 5. MIN. END COVER ON P/T ANCHORS = 1 1/2".
S4 18.1 6. PROVIDE (2) ADDED P/T TENDONS THROUGH COLUMNS AT GRID A AND D AT ALL TIERS AND
= _ C AT TOP TIER WITH SAME PROFILE AS SLAB TENDONS.
' 7. SEE PLANS FOR ADDITIONAL REINFORCEMENT.
8. "L” IS DISTANCE FROM BEAM CENTERLINE TO BEAM CENTERLINE.
, ‘ 9. SUPPORT BARS FOR SLAB TENDONS, WHERE NEEDED, SHALL BE #4 BARS.
NOIE: Fe = Effective Post-Tension Force After All Losses Temperoture Tendon Fe = 26.5 10. ALL REINFORCEMENT STEEL, CHAIRS WITHIN THE TOP 2" OF FLOOR SLAB SHALL BE EPOXY
Kips/Strand for 1/2" dia. strand COATED. ALL P/T SLAB TOP BARS SHALL BE EPOXY COATED.
11. THE BEAM REINFORCEMENT SHALL NOT BE USED TO SUPPORT THE SLAB TENDONS.
DEAD END INTERMEDIATE ANCHOR @
/ / CONSTRUCTION JOINTS
I f
STRESSING END
P/T SLAB TENDON KEY
P/T SLAB P/T SLAB
TOP REINFORCING STEEL
BOTTOM REINFORCING STEEL
(EPOXY COATED)
MARK REINFORCEMENT REMARKS MARK REINFORCEMENT REMARKS
4 x 5-0" @ 16" O.C. TYP. OVER ALL » TYP. MIDSPAN OF
RTI WITH HOOK EXTERIOR BEAMS RBI #4 x FULL SPAN @ 16" O.C. END BAY, U.N.O.
4 © 16" 0.C. SEE PLAN FOR NPT TYP. MIDSPAN OF
RT2 WITH HOOK BAR LENGTH RB2 #4 x 7-0" @ 16" O.C. ALL BAYS
£ ” ” TYP. OVER ALL » ” ”
RT3 #4 x 8-0" @ 16" 0.C. BEANS UNG. RB3 #5 x 11'-6" @ 10" 0.C. TYP. AT POUR STRIP
— TYP_OVER TOP TIER . TYP. MIDSPAN AT
RT5 #5 X 16'-6" @ 16" 0.C. TYP. AT POUR STRIP
26 # @ 14" 0C. TOP TIER, SEE PLAN
WITH HOOK FOR BAR LENGTH

1. SEE DETAIL F1/S-510 FOR ADDITIONAL INFORMATION.

o 4" CLR. TYP.
MIN. (WHERE (2) BARS
TYP. ARE REQD.)
o%ﬁ’lN%FFLEE%TcI;\4E| REINFORCING DIAGONALS
. = (D5 TP & BOT. (N5 x 3-0 @
LESS THAN 1-6" ¢ " 5pe SUAB MID-DEPTH
o |(2)#5 TOP & BOT. |(N#5 x 3-0° @
- < 1-6" 10 2'-6 EA. SIDE SLAB MID-DEPTH
~— EFFECTIVE OPENING LENGTH
~ DIAGONALS
NOTES:

1.ALL OPENINGS WITH A DIMENSION OF 1'-0" OR GREATER SHALL BE
TRIMMED AS SHOWN.
2.THIS REINF. IS IN ADDITION TO ANY REINF. INDICATED ON THE PLANS.

@SLAB OPENING DETAIL

3/4" TOOLED JT.
W/SEALANT

PROVIDE #4 X 4'-0" @
12" 0.C., CENTERED ON
JOINT (EPOXY COATED)

PROVIDE CONT. 2'-0" WIDE
STRIP OF TRAFFIC TOPPING

CENTERED OVER JOINT INTERMEDIATE P/T

ANCHORS & POCKETS

(4) #4 X CONT. @ 4" O.C.

(EPOXY COATED) (2) #4 x CONT. @ P/T ANCHORS

(EPOXY COAT UPPER BAR ONLY.)

FIRST SLAB TENSIONED THIS SIDE

__0"
PLASTIC-COAT OR
ENCAPSULATE P/T ANCHORS
3/4" V-GROOVE

P/T TEMP. TENDON

PROVIDE CHAIRS FOR
BAR SUPPORT DURING
PLACEMENT OF FIRST SLAB

P/T CONC. SLAB
(SECOND SLAB)

NOTES:

1. PLACE SECOND SLAB AS SOON AS POSSIBLE AFTER FIRST SLAB. IF SECOND SLAB WILL BE PLACED
MORE THAN 14 DAYS AFTER FIRST SLAB, ADD W.W.R. 4X4-W2.9XW2.9, 5° WIDE X CONT. AS SHOWN.
IF MORE THAN 28 DAYS CONSULT ENGINEER.

CONSTRUCTION JOINT DETAIL
JOINT PARALLEL TO SLAB SPAN

Fo

1. SEE DETAIL F1/S-510 FOR ADDITIONAL INFORMATION.

STRANDS SHALL BE
STRAIGHT IN THIS AREA

1"=0" MIN. TYP.—

POST-TENSIONING
STRANDS

- N\
| A ~
3 OPENING
J o \L
' P —
12 N\ /

OPENING REINF. PER
DETAIL D5/S-510

@TENDON LAYOUT @ OPENING DETAIL

8" WASH
3/8" X 3/8" GAP FORMED ALL AROUND
ALL AROUND DRAIN — FILL
W/ SEALANT
N

(2) #4 x 4'-0" EW. (EPOXY
COATED) BY G.C. — PLACE
TIGHT TO SIDES OF DRAIN &
UNDERSIDE OF LIP

<% =

<}

/ i
P/T SLAB

TIE REBAR @ CROSSINGS

OJ

INTEGRAL CAST-IN
DRAIN - DRAIN BY
PLUMBING CONTRACTOR

DRAIN INSTALLATION DETAIL - P/T

@ CONSTRUCTION
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CONSULTANTS/ENG'NEERS ARCH'TECT [Crawing Tie [Proect Tte roject Number
: : 636-402 Office of
KJWW ENGINEERING CONSULTANTS TERRACON GRAEF WALKER PARKING CONSULTANTS FAITHFUL +GOULD N SLAB SCHEDULE AND DETAILS 400 CAR PARKING GARAGE TR GRS i
Mechanical/Electrical/Plumbing Engineer Geotechnical Engineer Civil Engineer/Landscape Architect Structural Engineer Cost Management Loebl Schl,olssmaq & Hac_kl st,?te’“SSBOM'C“'ga” Avene F43 ° C 0nS t U Ct | O 4
Architecture » Planning = Interiors i inoi
FINAL CONSTRUCTION DOCUMENTS 06/10/11 623 26TH AVENUE 2640 12TH STREET SW 332 SOUTH MICHIGAN, SUITE 1400 505 DAVIS ROAD 222 SOUTH RIVERSIDE PLAZA, SUITE 2240 A Chicago, Ilinois 60601 and Facllities
- ROCK ISLAND, ILLINOIS 61201 CEDAR REAPIDS, I0WA 52404 CHICAGO, ILLINOIS 60604-4367 ELGIN, ILLINOIS 60123 CHICAGO, ILLINOIS 60606 .
100% REVIEW SUBMISSION (NOT FOR CONSTRUCTION) 04/11/11 309.788.0673 Telephone 319.366.8321 Telephone 312.582.2020 Telephone 847,697 2640 Telephone 312.612.6319 Telephone Approved: Froject Director ocation [rawing Numoer Mana gemen t
75% REVIEW SUBMISSION (NOT FOR CONSTRUCTION) 02/03/11 309.786-5967 Fax 319.366.0032 Fax 312.939.7014 Fax 847.697.7439 Fax 312.655.9037 Fax o010 st h g}gggg;g?g lelepholne | Ct VA H |th S t |0WA ClTY, |A
opyright 10 Loebl Schlossman & Hackl Inc. imi
75% REVIEW SUBMISSION (NOT FOR CONSTRUCTION) - COST ESTIMATE 01/19/11 www_Ishdesi n.cgfnsm i owa LIty galincare oystem ate hecked rawn 3'51 0
g . .
35% REVIEW SUBMISSION (NOT FOR CONSTRUCTION) 11/22/10 Department of Veterans Aifairs Medical Center 06/1 0/201 1 BFN MJK 105 152
Revisions: Date oug, of
A FOF ) 8—62351
| 1 | 2 | 3 | 4 | 5 | 6 | 7 | 8 9 |



